
SUBMITTAL LOG

Northern Indiana Health Care System

RLR VAMC GARAGE EXPANSION

VA Project # 583-330

2010.00629.0011

SUBMITTAL DESCRIPTION pd sd color sam cert mix tr qd warr calcs ta

NO. (spec section #.sequential # - description) COMMENTS

1 02 41 00 - Selective Demolition X X

Provide written demolition debris management 

plan; record quanities generated and method of 

disposal

2 03 23 00 - Stressing Tendons X X

3 03 30 00 - Cast-In-Place Concrete X X X X EX X
Extended Warranty - 15 years against moisdture 

vapor migration

4 03 45 00 - Precast Architectural Concrete X X X X X X X X EX X X Extended warranty - 5 years

5 04 05 13 - Masonry Mortaring X X X X

6 04 05 16 - Masonry Grouting X X X X

7 04 20 00 - Unit Masonry X X X X EX Extended warranty - 5 years against leaks

8 05 12 00 - Structural Steel Framing X X X X

9 05 31 00 - Steel Decking X X X X

10 05 50 00 - Metal Fabrications X X X

11 06 10 00 - Rough Carpentry

12 07 18 00 Vehicular Traffic Coatings X X X EX Extended warranty - 2 years

13 07 19 00 - Water repellents X X X EX Extended warranty - 5 years

14 07 22 00 - Roof and Deck Insulation X X X X

15 07 54 23 - Thermoplastic Polyolefin (TPO) Roofing X X X X X EX Extended warranty - 10 years

16 07 60 00 - Flashing and Sheet Metal X X X

17 07 84 00 - Firestopping X X EX Extended warranty - 5 years

18 07 92 00 - Joint Sealants X X X X X EX X Extended warranty - 2 years

19 07 95 13 - Expansion Joint Cover Assemblies X X X X

20 08 11 13 - Hollow Metal Doors and Frames X X

21 08 31 13 - Access Doors and Frames X X

22 08 41 13 - Aluminum-Framed Entrances and Storefronts X X X X X

23 08 44 13 - Glazed Aluminum Curtain Walls X X X X X X EX X X Extended warranty - 5 years

24 08 51 23 - Steel Windows X X C X X X EX X Extended warranty - 5 years

25 08 71 00 - Door Hardware X X X X X EX

Extended warranty - 2 years; locks, latchsets & 

panic devices - 5 years; Closers & continuous 

hinges - 10 years

R.L. Roudebush VAMC Garage Expansion
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26 08 80 00 - Glazing X X X X EX
Insulating Glass Units - 10 years; Laminated 

glass units - 5 years.

27 08 90 00 - Louvers and Vents X X X X

28 09 22 16 - Non-Structural Metal Framing X X X

29 09 29 00 - Gypsum Board X X X X

30 09 30 13 - Ceramic/Porcelain Tiling X X X X

31 09 51 00 - Acoustical Ceilings X X X

32 09 91 00 - Painting X X X X

33 10 14 00 - Signage X X X X X X

34 10 44 13 - Fire Extinguisher Cabinets X

35 10 44 16 - Fire Extinguishers X EX X Extended warranty - 6 years

36 10 82 00 - Architectural Screens X X X

37 14 21 00 - Electrical Traction Elevators X X X X X X

38 21 05 11 - Common Work results for Fire Suppression X X X

39 21 10 00 - Water-Based Fire-Supression Systems

40 21 12 00 - Fire-Suppression Standpipes X X X X X X

41 22 05 11 - Common Work Results for Plumbing X X X X X

42 22 05 23 - General-Duty Valves for Plumbing Piping X

43 22 07 11 - Plumbing Insulation

44 22 11 00 - Facility Water Distribution X X X

45 22 14 00 - Facility Storm Drainage

46 23 05 11 - Common Work results for HVAC X X X

47 23 05 93 - Testing, Adjusting, and Balancing for HVAC X X X X X

48 23 09 23 - Direct-Digital Control System for HVAC X X X X X

49 23 31 00 - HVAC Ducts and Casings X X

50 23 34 00 - HVAC Fans X X X X

51 23 37 00 - Air Outlets and Inlets X X X

52 23 82 00 - Convection Heating Units X X X X X

53 26 05 11 - Requirements for Electrical Installations X

54
26 05 19 - Low-Voltage Electrical Power Conductors and 

Cables
X X X X

55 26 05 26 - Grounding and Bonding for Electrical Systems X X X X

56 26 05 33 - Raceway and Boxes for Electrical Systems X X X

57 26 05 73 - Overcurrent Protective Device Coordination Study X

58 26 22 00 - Low Voltage Transformers X X X

59 26 24 16 - Panelboards X X X  

60 26 27 26 - Wiring Devices X X X X

61 26 29 21 - Enclosed Switches and Circuit Breakers X X X

62 26 51 00 - Interior Lighting X X X X

63 26 56 00 - Exterior Lighting X X X X

64 27 05 11 - Requirements for Communications Installations X

65
27 05 26 - Grounding and Bonding for Communications 

Systems
X X X

66 27 05 33 - Raceways and Boxes for Communication Systems X X
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67 27 15 00 - Communications Horizontal Cabling X X X X X X X

68
27 52 31 - Security Emergency Call, Duress Alarm, and 

Telecommunications
X X

69
28 05 00 - Common Work Results for Electronic Safety and 

Security

70
28 05 13 - Conductors and Cables for Electronic Safety and 

Security
X X X

71
28 05 26 - Grounding and Bonding for Electronic Safety ans 

Security
X X X

72
28 05 28 - Conduits and Backboxes for Electronic Safety and 

Security

73 28 23 00 - Video Surveillence X X

74 28 31 00 - Fire Protection and Alarm X X X  
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